l Building 413 - LEUTL Valve Schedule 7010-1001

' Tag . .. ____ Valve Information : ' . 1- o __Actuator Information I
' . lpeg ! ] _Fail | Pipe | Valve| Close | or | Valve | Calculated | Design | Actual | . . o Piping| o
ltem | System Service | Dwg. | Qty. Code Number _Cfg. | Pos. | Size | Size | BodyCfg. | Off |lbshr| Cv Cv DeltaP|DeltaP| Code No Pilot Type | ControlSignal |Detal] ~  Comments
1 V-4 DI-WATER | H-204 1 V76666 TTSE BYPASS |NC 1.5 1.0 |2-POS 125 20.0 32.0 8.9 5.0 0.4 |BRAY #91-83-3 |SERIES 65 PNEUMATIC| 80 PSI/3-15PSI
2 V-5 DI-WATER | H-204 1 BRAY 31-108 1ISO NC 2.5 2.5 |BUTTERFLY| N/A N/A N/A N/A N/A N/A  |BRAY #91-83-4 |[N/A ELECTRIC 80 PSI/3-15PSI
3 V-6 DI-WATER | H-204 1 D766666RTSE DIV N/A 2.5 1.5 |DIVERTING 35 35.0 24.0 16.7 5.0 2.1 |BRAY #91-92-4 |SERIES 65 PNEUMATIC | 80PSI/120 VAC
4 FM-1 DI-WATER | H-204 1 YF102-AAUA1A-S3S3*E/FMF QMAX-81.91 JCI YOKOGAWA VORTEX FLOWMETER
5 FM-2 DI-WATER | H-204 1 YF102-AAUA1A-S3S3*E/FMF QMIN-3.621 JCI YOKOGAWA VORTEX FLOWMETER
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